
CALIFORNIA REGIONAL WATER QUALITY CONI'ROL OOARD
SAN FRANCISCO BAY REGION

ORDER NO. 88-037

UPDATING WATER REClAMATION REQUIREMENTS FOR:

CITY AND COUNTY OF SAN FRANCISCO AND
SUNOL VALLEY GOLF AND RECREATION COMPANY,
SUNOL VALLEY GOLF COURSE, SUNOL, AI.i\MEDA COUNTY

The Califomia Regional Niter Quality Control Board, San Francisco Bay
Region, (hereinafter call2d the Board) finds that:

1. The Sunol Valley Golf Course is located about one mile south of the
unincorporated town of sunol, near Andrade Boulevard, adjacent to
Interstate Highway 1-680. The 36-hole public golf course lies on a
280 acre site and has about 115,000 visitors per year. The golf
course is on land presently owned by the City and County of San
Francisco and leased by sunol Valley Golf and Recreation ccmpany, a
limited partnership, through an agreement, to operate it as a public
golf course. These two entities are hereinafter called to as the
discharger. I:Xlmestic water is supplied by the City and County of
San Francisco

2. The discharger submitted a Report of Waste Discharge dated July 16,
1987, for update of its water reclamation requirements.

3. The golf course's cLlbhouse generates an annual average of about
3000 gallons per da} (gpd) of sanitary wastes including water from a
100 seat restaurant, a 785 seating capacity banquet room and offices.
Waste flow by gravity to a package trea'bnent plant with a rated
capacity of 14,000 gpd. The plant uses an extended aeration process
to biologically treat wastes. Plant effluent flows to a 9,500
gallon chlorine contact tank and is pumped to an effluent holding
pond. The 0.7 acre POi1d has a capacity of about 2 million gallons
and is located about 2500 feet from the plant. Pond effluent flows
to a second holding pond, where it is diluted with fresh water
(pumped from Alameda Creek). The mixture, 10-20% effluent and 80
90% fresh water, is intended to reduce the total dissolved solids
(TDS) concentration prior to irrigation. The diluted effluent is
used to spray irrigate about 200 acres of the golf course during the
dry-weather months. The discharger applies an average of 1.2
million gallons per year of treated effluent to the golf course in
this manner.

4. The Board adopted a :revised Water Quality Control Plan for the San
Francisco Bay Basin (Basin Plan) on DecelI1ber 17, 1986. The water
quality goals to be used in regulating water quality factors as set
forth in the Basin P.can include maximum feasible reclamation or
reuse of municipal, industrial, and agricultural wastewaters.
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